
BREAKS IN MAINS, WATER CONTROL AND LEAK DETECTION SERVICES - 1997

DENVER MAIN BREAKS TOTAL SERVICE MAIN BREAKS

 Number  Number 
 Size  Kind of Pipe  of Breaks  Size  Kind of Pipe  of Breaks

2" Galvanized Iron 1 4" Cement Asbestos 1
2" Cast Iron 1 4" Ductile Iron 1
3" Cast Iron 1 6" Cast Iron 24
6" Ductile Iron 2 6" Ductile Iron 8
6" Cast Iron 153 8" Cast Iron 17
6" PVC 1 8" Ductile Iron 5
6" Cement Asbestos 1 12" Cast Iron 2
8" Cast Iron 59 18" Coated Steel 2
8" PVC 2      Total 60
8" Ductile Iron 2

12" Cast Iron 23  
12" Cement Asbestos 1
12" Ductile Iron 2
16" Cast Iron 2

     Total 251

WATER CONTROL SERVICES

1997 1996 1995 1994 1993
Service Calls 1,540 2,103 2,040  2,056  2,094
Service Leaks 591 648 548 631 635
Service Turn Ons 2,492 2,520 2,317  1,791  2,194
Service Turn Offs 815 975 600 613 892
Valve Leaks 68 72 98 76 108

Fire Hydrants Hit 138 106 94 105 115
Fire Hydrants Packed and Greased 24,969 13,726 16,626 14,936 13,572
Fire Hydrants Excavated for Replacement 206 205 213 181 149
Fire Hydrants, Miscellaneous Repairs 875 857 1,153 973 987
   Total Fire Hydrants Tested and Repaired 26,188 14,894 18,086 16,195 14,823

LEAK DETECTION PROGRAM

1997 1996 1995 1994 1993
Non-Visible Leaks Detected 80 49 71 52 33
Non-Visible Water Leaks Loss (1000's of Gallons)1 105,120 128,772  186,588  273,312  183,960
Visible Leaks Pinpointed 246 193 159 205 200
Savings Generated from Leak Detection Program1 $147,600 $115,800  $95,400  $123,000  $120,000
Miles Surveyed 903 858  1,038 726 523

1Estimated.
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